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e
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£ BACKING

g FLUSH COVE BASE, TYP SURFACE BULLNOSE
CEMENTITIOUS BACKER BASE TILE (MATCH
& SHIMS A3 REQD FLOOR TILE)
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SEALANT W/ BACKXER ROD

CEMENTITIOUS BOND COA™
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SEE PLAN FOR PARTITION )
TYPE 2

S/8" GYP. 8D, TYP. U e
FEATHERED JOINT CEMENT /2" SOLID SURFACE

BASE CABINET

-

CORNER GUARD, EXTEND
FROM TOP OF BASE TO
CEILING

BLOCKING, TYP

ALUMNUM RETAINER

16 GA. DOUBLE STEEL
S8TUDS, EXTEND TO
STRUCTURE ABOVE

METAL COVE TRIM, TYP

COVE BASE. TYP

ALIGN FACE OF SOLID
SURFACE & COVE BASE
le
71

#6x1 58" BUGLE
HD DRYWALL SCREW

SHM, TYP

8- 12 GA.WOOD SCREWS ABOVE
EA. EXP. ANCHOR
10 GA. BENT CONT. ANGLE

3/8" DIA. EXP. ANCHOR W/ 3" EMBED.
@ 2' OC MAX. (2 MIN. PER CABINET)

CRAZH RAIL WHERE
OCCURS, TYP.

-

N REPI 23 G Y

FLUSH COVE BASE @ BASE CABINET

CORNER GUARD
ROUGHEN JURFACE TO
144" MIN. AMPLITUDE
ALTERNATE HOOK END2
23 CONT., Hi_ AT
CORNERZ & ENDS, TYP
E) COLUMN, PAINTED, P-1 EPQXY TOP COAT
@ ooLLY
— RAME
S0UD SURFACE BACKSPLASH (@) COLUMN
- CURVE TO MATCH RADIUS OF COLUMN
E (WHERE OCCURS)
.
S0UD SURFACE COUNTER - 3EE |
2 CASEWORK DETALS
2 2 J

. rrsi 7
I WALL PROTECTION PANEL — 17 —1

(E) 2" METAL DECK J
Wi S 12" CONC. FILL

2380 127 0.C. ADHESIVE

DOWELS W/ 3* EMBEDMENT 8"<W<12"
METAL TRIM @ COVE BASE - CURVE
TO MATCH RADIUS OF COLUMN
(WHERE OCCURS) NOIES:
WTESRAL COVE BASE 1.8EE PLAN & MECH. DWGS. FOR CURB LOCATIONS, DIMENSIONS,

CHAMFER & INSERTS.

FLOORING - SEE FINIZH 3CHED. 2.COORDINATE REINF. LOCATIONS TO AVOID INTERFERENCE WITH
INCTALLATION OF ADHESIVE DOWELS.

3. ADHESIVE DOWELS SHOULD HAVE A CURRENT ICC-E2 REPORT
AFFROVED FOR CRACKED CONCRETE.

4. PROVIDE CONCRETE WITH fc = 3000 PSI
POST-INSTALLED CONCRETE CURB

COVE BASE & BACKSPLASH @ COLUMN (SQUARE COLUMN SIM)
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